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CONSTRUCTION NOTES
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=||$ UNIMPROVED AREAS ‘ ROADWAY SECTION
EXISTING FINISH GROUND
90" ELBOW 45" ELBOW HORIZONTAL BEND PLUG //g"uR(SfCEM"CTOCLTRSEEX‘SCT&GPJAE?UT’%‘N&U;
PER ASTM D-1359
E 6" COMPACTED ROAD BASE, COMPACT
g TO 95% PER ASTM D-1557-78
g COMPACTED IMPORTED:
o SOIL BACKFILL — 90%
© COMPACTION PER ASTM |~ SLOPE SIDE WALLS AS DIRECTED
é D-1557-78 BY SOILS ENGINEER OR FOLLOW
5 0SHA STD'S.
é GRANULAR BORROW DR NATIVE
= BACKFILL IF APPROVED BY ENGINEER.
E 95% COMPACTION PER ASTM D1557-78
VALVE OFFSETS =
gl PLASTIC MARKING TAPE
g - 12 GAUGE COPPER TRACING
WIRE FOR PVC PIPE.
\ v ATTACH TO TOP OF PIPE
% @ SEE PLANS FOR PIPE SIZE
5 \ ‘ BN IMPORTED SAND BEDDING 80%
R COMPACTION PER ASTM D1557-78
IR
) \/\\ \Qi UNDISTURBED NATIVE SOIL.
I
CROSS CROSS W/PLUG CROSS W/(2) PLUGS TIRAR 7
PIPE
-0 0., 0"
THRUST BLOCK SCHEDULE
DIMENSIONS ARE BASED ON THE FOLLOWING:
1. WATER TEST PRESSURE = 200 PSI
2. SOIL BEARING PRESSURE = 1200 PSF
e | e | o | e | B
LT e N R c\ TYPICAL TRENCH SECTION
TEE 7.4 5.0 5.0 4.25 5 SCALE: NONE
PLUG 74 5.0 5.0 .05
45" ELBOW 1.0 450 450 4
22 1/2° BEND 07 3.0 30 275
11 1/4" BEND 5.4 2.25 2.25 2.0
5" DEFLECTION 1.4 1.25 1.25 1.0
CROSSES THRUST BLOCKS TO BE INSTALLED PER NOTES: STIFF BROOM FINISH (TYP-)
DFCM STANDARD REQUIREMENTS 1) MINIMUM 28 DAY CONCRETE COMPRESSION 1/2" RADIUS FINISHED EDGE (TYP.) CONCRETE 5 INCHES THICK (TYP.)
STRENGTH TO BE 2500 PSI.
COMPACTED ROAD BASE (TYP.)
1/2" RADIUS FINISHED EDGE (TYP.)
- | VARIES
(ANTHRUST BLOCK INSTALLATION DETAILS 1 ]\/ 1% SLOPE DRANAGE SPECFED O FLAN
5/ scate: None e FINISH GRADE
COMPACTED SUBGRADE
OR UNDISTURBED EARTH
FINISH GRADE / gSNRTDERWSNTEg\ EbAOSVTER"N D TYP I CAL SI DEWALK SECTI ON
\ 5 J SCALE: NONE
[~ ADJUSTABLE (2) PIECE, CAST IRON,
SCREW TYPE, 133mm (5 1/4")¢
SHAFT VALVE BOX FDR HS—20
TRAFFIC LOADS
VALVE
WATER LINE
DO NOT SCALE
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. SCALE: NONE
(.
(7
PR AL HRST L/omTE CALDWELL Copyright State of Utah STATE OF UTAH - DIVISION OF FACILITIES - CONSTRUCTION AND MANAGEMENT
FROJECT MANAGER NITAL/DATE
C w0 2 son || AMERICAN FORK DEVELOPMENT CENTER or
CuEcKeR NTAL/DATE RICHARDS R Frone: (s0r) 393-008 850 NORTH 900 EAST AMERICAN FORK, UTAH
ax: -
o s SORENSEN PHASE 1 - MISCELLANEOUS DETAILS 011116
\\LRev | er DATE DESCRIPTION SCALEAS NOTED. DAT;LSSE;_ 2003 ANSWERS TO INFRASTRUCTURE DFCM PROJECT No. 97126280 PROJECT NUNBER )




AMERICAN FORK DEVELOPMENT CENTER

895 NORTH 900 EAST
AMERICAN FORK, UTAH

DIVISION OF

STATE OF UTAH

FACILITIES CONSTRUCTION AND MANAGEMENT

PHASE 2 —

2003

PLAN SET

DFCM PROJECT No. 97126280

GENERAL NOTES:

1) ANY KNOWN SEWER MAINS, WATER MAINS, GAS MAIN, STORM DRAINS,
IRRIGATION LINES, TELEPHONE CONDUITS, ELECTRICAL CABLES, AND OTHER
UNDERGROUND STRUCTURES ARE SHOWN ON THESE DRAWINGS ON TO THE
EXTENT SUCH INFORMATION HAS BEEN MADE AVAILABLE TO OR DISCOVERED

MAY BE DISCREPANCIES

AND OMMISSIONS IN THE LOCATION AND QUANTITIES OF UTILITIES AND

STRUCTURES SHOWN. THIS INFORMATION IS SHOWN FOR THE CONVENIENCE

OF THE CDNTRAETOR BUT IS NDT GUARANTEED TG EE E\THER CORRECT OR

BY THE ENGINEER. IT IS EXPECTED THAT THERE

ESPONSIBILITS

ALL R Y FOR Tt
COMPLETENESS THEREOF IS EXPRESSLY D\SCLA\MED THE CONTRACTOR
SHALL MAKE SUCH INVESTIGATION AS HE THINKS NECESSARY TO VERIFY ITS
CORRECTNESS AND COMPLETENESS. THE CONTRACTOR SHALL, PRIOR TO
EXCAVAT\ON LOCATE UNDERGROUND UT\UT\ES AND STRUCTURES SO THAT
THEY WILL NOT Y TH

BE ACCIDENTALLY C

OPERATION, AND SO THAT THE GRADE OF THE P\PE CAN BE ADJUSTED AS

REQUIRED.
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SURVEYOR'S CERTIFICATE /
T, Greqory A. Cates, a Registered Professional Land Surveyor as
prescribed by the laws of the State of Utah, and holding License /
Number 161226, do hereby certify that a survey of the described
property was mad under my direction and that the plat hereon is a
irue and correct representation of said survey.
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/EX\ST\NG 6"
STA 19463.22¢
START RO TN
EXISTING 6 WATER
LINE AT TEE \
N-5419.07

S
TN § EXISTING MANHOLE,

B _PROTECT IN PLACE
Xy

STA. 20113.99% @
/\QE}EAO\/E EX\ST\NG

N 54

S
REMOVE EXISTING-TEE
54181 .

\E4925.(.)8.

. AT\ON'
CREC

N RES NG

2

ESTABLISH 2 WIDE x 5' DEEP TRENCH,
CONTRACTOR SHALL SAW CUT ALL
EX\ST\NG ASPHALT CURB AND GUTTER,
SAW' CUT REQUIRED TO
FULL MATER\AL THICKNESS, REMOVE
AND PROPERLY DISPOSE, A UNIFORM
STRAIGHT LINE IS REQUIRED.

STA. 21433.42+
EXISTING TEE & £3) GATE VALVES,

\PROTECT IN PLACE
/

REMOVE EXISTING 6" \
WATER_LINE N

/ APPROXIMATE LOCATION
L— OF FIBRE OPTIG LINE

STA. 22+416.12+

REMOVE EXISTING TEE &

VALVE SEE NOTES 1 & 2
16.56

</
REMOVE EXISTING VALVE Q
~

STA. 23+26.93+
REMOVE EXISTING TEE &
VALVE SEE NOTES 1 & 2

CONSTRUCTION NOTES

1) THE VALVES TO THE HOSPITAL/ADMINISTRATION BUILDING AND
KITCHEN ARE TO BE REMOVED FOR IMMEDIATE REPLACEMENT.

2) WATER SHUT-OFF TO THE HOSPITAL ADMINISTRATION BUILDING AND
KITCHEN MUST BE COORDINATED WITH DFCM STAFF AND MINIMIZED AS
MUCH AS POSSIBLE.

3) BARRICADE ANY EXCAVATION GREATER THAN 18 INCHES IN DEPTH

STA. 30+00.00 (PHASE 3)
%@VE EXISTING 6"x4” TEE
7.88

EXISTING VALVE BDX,
PROTECT IN PLACE

DO FIRST

STA. 24+78.15

/NSTALL WeW/sr VaLve IV EXISTING WATER
INE — ISOLATE/CONSTRUCTION AREA AND

E'ECHA/?GE 'SYSTEM. SEE NOTE 2

E
STA. 26+12.95+
§EMOVE EXISTING TEE
£ SEE NOTES 1-&/2 7

X N

\§§ N

~ //\§
\\\4//
S

STA. 27+31.78+

REMOVE & RELOCATE, EXISTING
FIRE_HYDRANT, REMGVE EXISTING \
CONCRETE PAD & BOLLARD

DREMOVAL OF EXISTING 6”
NN WATER AT EXISTING VALVE

4) CONTRACTOR SHALL COORDINATE WITH UTILITY COMPANIES AND PLAN 2T FOR NEW LOCATION \ \\ a
CAMPUS MAINTENANCE STAFF TO IDENTIFY AND LOCATE ALL SITE GRAPHIC SCALE N 5402.04 X !
UTILITIES PRIOR TO EXCAVATING. » e o " E 5592.53
5) ALL TRENCHING IN ASPHALT AREAS IS TO BE BARRICADED. EE;E: DO NOT SCALE IS /
( m FEET ) DRAWING NOT PLOTTED TO SCALE B I D S ET .7
1inch = 20 ft ’
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N 5419.07
E 4817.79

STA. 19+53.204
CONNECT TO EXISTING 6"
WATER LINE W/6” MJ TEE,
INSTALL NEW 6" MJ GATE
VALVE ON EAST BRANCH

CONTRACTOR SHALL VERIFY ALL UTILITY
LOCATIONS & DEPTHS BETWEEN STA.
21+25.00 & 21+75.00 PRIOR TO ANY
EXCAVATION. ALL UTILITIES SHALL BE

PROTECTED IN PLACE.

INSTALL NEW 2” TAPPING
SADDLE W/GATE VALVE

RECONNECT EXISTNG
WATER LINE

INSTALL NEW 6"
WATER LINE

EXISTING STORM DRAIN SUMP,
PROTECT IN PLACE

STA. 22+16.12+

O

INSTALL 2" TAPPING
SEE NOTES 1 & 2
54

CONSTRUCTION NOTES

—
SADDLENW/2” VALXE =
N T\ /
SO

INSTALL 2" TAPPING SADDLE W/
VALVE SEE NOTES 1 & 2 Vi

s\

EXISTING/AEWER MANHOLE,

PRDT7 IN PLACE

SN\ /
ATEDFIRE_ HYDRANT FROM

5 OF €3 PLAN
TION INF %TQN / )
RIS

STA. 24+75.60 (PHASE 2)
STA. 30+00.00 (PHASE 3
INSTALL NEW 6" MJ TEE
N 5407.88

E 5336.39

i~
LOOP NEW @‘BTA ER LINE UNDER EXISTING
STEAM TUNNEL,IMEFALL 12" PVC SLEEVE
UNDER TUNNEL -

N

NOTE:
STATIONING IS ALONG CENTER LINE
OF EXISTING WATER LINE PIPE.

1) THE VALVES TO THE
KITCHEN ARE TO BE

2) WATER SHUT—OFF TO

KITCHEN MUST BE CODRDINATED WITH DFCM STAFF AND MINIMIZED AS

MUCH AS POSSIBLE.

3) BARRICADE ANY EXCAVATION GREATER THAN 18 INCHES IN DEPTH.

4) CONTRACTOR SHALL
CAMPUS MAINTENAI
UTILITIES PRIOR TO E:

NCE STAFF TO IDENTIFY AND LOCATE ALL SITE

HOSPITAL/ADMINISTRATION BUILDING AND
REMOVED FOR IMMEDIATE REFLACEMENT.

THE HOSPITAL ADMINISTRATION BUILDING AND

E 5535.11
COORDINATE WITH_UTILITY COMPANIES AND
C:

/ /
v L /
O~
AN /)
/TN S
SEE PHASE 4 PLAN SET
7/ / AN / /
/ ~ FOR CONTINUATION <
DO FIRST STA 24+ 78 S VAR
INSTALL NEW 6" VALVE IN EXISTING WA BN ~
LINE — ISOLATE CONST?{/CT IN AREA AND \\ /
RECHARGE SYSTEM. SEE NOTE 2 RS / /
CONTRACTOR SHALL REPLACEALL (D NN/ /
v

STA. 26+12.95+
INSTALL 2" TAPPING SADDLE W/VALVE,
SEE NOTES 1 & 2

SN5ACS.
E 5481.37

st 2642560 /. /
INSTALL NEW 6740" TFE W/2" VALVE
N 5404.99

E 548637 / /

(AN B\s1a. 2743178 S

XCAVATING.
5) ALL TRENCHING IN ASPHALT AREAS IS TO BE BARRICADED. DO NOT SCALE & & g‘ESRTﬁK\E\E ’é%xNSECTN\‘&JNTE\%SFT&TLWSEEWHEYDR(?FTTE\ ~ \
5) REPLACE GRASS WITH NEW SOD, 2 MIN. WDTH GRAPHIC SCALE DRAWING NOT PLOTTED TO SCALE KA\‘%\‘/‘%Z !;49EI' BEND 7.0° LT. OF WATER LINE \‘ 4
' ) ’ E 556253
kil ° M g STA. 27+50.92+ /
=== £ND TNSTALLTION OF NEW & WATER CIE,
CONNECT TO EXISTING VALVE /
( IN FEET ) N 5402.57
L 1inch = 20 ft E 5611.66
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45° ELBOW

HORIZONTAL BEND

PLUG

VALVE OFFSETS

CROSS W/(2) PLUGS

CROSS

CROSS W/PLUG

THRUST BLOCK SCHEDULE
DIMENSIONS ARE BASED ON THE FOLLOWING:
1. WATER TEST PRESSURE = 200 Ps|
2. SOIL BEARING PRESSURE = 1200 PSF

o] o | BB | D | een
90" ELBOW 8.7 575 575 5.
TEE 7.4 5.0 5.0 425
PLUG 7.4 5.0 50 425
45" ELBOW 1.0 450 450 4.
22 1/2° BEND 07 30 30 275
11 1/4" BEND 5.4 2.25 2.25 2.0
5" DEFLECTION T4 1.25 1.25 1.0
CROSSES THRUST BLOCKS TO BE INSTALLED PER NOTES:
DFCM STANDARD REQUIREMENTS 1) MINIMUM 28 DAY CONCRETE COMPRESSION

STRENGTH TO BE 2500 PSI.

(ANTHRUST BLOCK INSTALLATION DETAILS
5/ scaLE: None

WORD "WATER" CAST IN
/ CENTER ON C.l. COVER

FINISH GRADE \

[~ ADJUSTABLE (2) PIECE, CAST IRON,

SCREW TYPE, 133mm (5 1/4")@
SHAFT VALVE BOX FOR HS-20
TRAFFIC LOADS

VALVE

WATER LINE

. VALVE BOX
\_5_/ SCALE: NONE

UNIMPROVED AREAS

EXISTING FINISH GROUND

‘ ROADWAY SECTION

COMPACTED IMPORTED:
SOIL BACKFILL — 90%
COMPACTION PER ASTM
D-1557-78

VARIES (MATCH EXISTING CONDITIONS)

3" (R MATCH EXISTING) BITUMINOUS
1777 = SURFAGE  GOURSE. COMBACT TO 95%
PER ASTM D-1558
5" COMPACTED ROAD BASE. COMPACT
TO 95% PER ASTM D-1557-76

" SLOPE SIDE WALLS AS DIRECTED
BY SOILS ENGINEER OR FOLLOW
QSHA STD'S.
GRANULAR BORROW OR NATIVE
BACKFILL IF APPROVED BY ENGINEER.
95% COMPACTION PER ASTM D1557-78

PLASTIC MARKING TAPE

12 GAUGE COPPER TRACING
WIRE FOR PVC PIPE.
ATTACH TO TOF OF PIPE

8” PVC C—-900 PIPE

<\\ ‘ SEA IMPORTED SAND BEODING 90%

) \//\\ COMPACTION PER ASTM D1557-78
4 \//>\\ \//\/ UNDISTURBED NATIVE SOIL.
IS

. PIPE -

-0 0.0, -0

c\TYPICAL TRENCH SECTION

5 SCALE:

1/2" RADIUS FINISHED EDGE (TYP.)

NONE

STIFF BROOM FINISH (TYP.)
CONCRETE 5 INCHES THICK (TYP.)
COMPACTED ROAD BASE (TYP.)
1/2" RADIUS FINISHED EDGE (TYP.)

VARIES

AWN OR PLANTING AS

L
1% SLOPE DRAINAGE SPECIFIED ON PLAN

FINISH GRADE

COMPACTED SUBGRADE
OR UNDISTURBED EARTH

o\ TYPICAL SIDEWALK SECTION

5 SCALE: NONE

BXB—WI.4XW1.4 WWF

6" FIRE HYDRANT PAD

[ 1/2" EXPANSION JOINT
AND SEALANT

2 -
¥

»
SR

EXISTING SURFACE

CONCRETE PAVEMENT BASE COURSE GRAVEL

(ENCONCRETE PAD SECTION
N5/ scaLE: None

VARIES |

|_—RELOCATED FIRE HYDRANT

[ FINISHED GRADE

6" GATE VALVE

FIELD MEASURE

1/2 CU. YD. OF COARSE

-2
‘ GRAVEL OR CRUSHED STONE

SQUAR!

F\FIRE HYDRANT DETAIL
5/ scatE: None

ROUND CAP

Y }—————6" DIA. STEEL PIPE FILLED
WITH CONCRETE

[l ——FINISHED GRADE

g \2—#4 REBAR WELDED

TO PIPE TOP AND
BOTTOM

\CONCRETE ANCHOR

c\BOLLARD DETAIL

5 SCALE: 1/2"=1"-0"

DO NOT SCALE
DRAWING NOT PLOTTED TO SCALE

SCALE

DATE DESCRIPTION AS NOTED

DATE ISSUED
24 FEBRUARY 2003
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AMERICAN FORK DEVELOPMENT CENTER

895 NORTH 900 EAST
AMERICAN FORK, UTAH

DIVISION OF

STATE OF UTAH

FACILITIES CONSTRUCTION AND MANAGEMENT

PHASE 3 —

2003

PLAN SET

DFCM PROJECT No. 97126280

GENERAL NOTES:

1) ANY KNOWN SEWER MAINS, WATER MAINS, GAS MAIN, STORM DRAINS,
IRRIGATION LINES, TELEPHONE CONDUITS, ELECTRICAL CABLES, AND OTHER
UNDERGROUND STRUCTURES ARE SHOWN ON THESE DRAWINGS ON TO THE
EXTENT SUCH INFORMATION HAS BEEN MADE AVAILABLE TO OR DISCOVERED

MAY BE DISCREPANCIES

AND OMMISSIONS IN THE LOCATION AND QUANTITIES OF UTILITIES AND

STRUCTURES SHOWN. THIS INFORMATION IS SHOWN FOR THE CONVENIENCE

OF THE CDNTRAETOR BUT IS NDT GUARANTEED TG EE E\THER CORRECT OR

BY THE ENGINEER. IT IS EXPECTED THAT THERE

ESPONSIBILITS

ALL R Y FOR Tt
COMPLETENESS THEREOF IS EXPRESSLY D\SCLA\MED THE CONTRACTOR
SHALL MAKE SUCH INVESTIGATION AS HE THINKS NECESSARY TO VERIFY ITS
CORRECTNESS AND COMPLETENESS. THE CONTRACTOR SHALL, PRIOR TO
EXCAVAT\ON LOCATE UNDERGROUND UT\UT\ES AND STRUCTURES SO THAT
THEY WILL NOT Y TH

BE ACCIDENTALLY C

OPERATION, AND SO THAT THE GRADE OF THE P\PE CAN BE ADJUSTED AS

REQUIRED.

E CONSTRUCTION

DRA W/NG /NDEX ° Kelton Logan 2) CONTRACTOR SHALL CONTACT BLUE STAKE LOCATION CENTER AT LEAST 48
HOURS PRIOR TO ANY EXCAVATION IS COMMENCED.
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7
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BUILDING 7 7 / N\ N
SET MAG NAIL ~ L
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E 4642.16 \ 4 b4
= \ \ LY N
ELEV. 96.90 N . \ \
LIGHT POLE N\
RETAINNG WALLS / ' MOUNTAIN VIEW NN
oLD SCHOOL STEEL RISER:
‘BUILDING.
WATER VALVE
STEEL LID
HOSPITAL
SET REBAR & CAP
N 5000.00
E 5000.00
ELEV. = 100.00
SURVEYOR'S CERTIFICATE. HOSFITAL HOSPITAL
|, Gregory A. Cates, a Registered Professional Land Surveyor os
prescribed by the laws of the State of Utoh, ond halding License
Number 161226, do hereby certify that a survey of the described
property was mad under my direction and that the plat hereon is o
true and correct representation of said survey.
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",/ Q\. DO NOT SCALE
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/ AN
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| / / /\\ EXSTNG & /\
| o
| i /j %// \ ( \\
N\ 7/
ﬁ/ T | .// N EXISTING 4" WATER LINE AN /, /\ VOCAZLO/%@LW!S:HOP\
# X
piL %4 N AN e
1 N N \ e N /\
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’»1 v FV i <O W - N S B 4 AN
S
|| f_/ = N N2 //S}\ N < AN = =N < \\/ S
; | \ e s xv/ EXISTING 6" WATER S BN @/ \
[ b PPN e v N
! = s \ \ CENTRAL KITCH ==
|3 BSTING ELECTRICAL BULDING \\\ S— \ /
| ECREATION. N >
’ I ‘ PINERIDGE REL//LD/NG 2 \\Q EXISTING 50" CMP W/ \ \ Y
| | ‘ BUILDING \\ . STEEL COVER °>Y\ /
; k N EXISTING 50" SQ. HINGED \\ z <
I EXSTING 2° CONDENSATE N STEEL COVER = }/ = \\ >/ /
LINE
\\ £x$TING 6 SEWER \1}\\ / /\/ e q’/ N \\/
Fo] N 2§ B = AN
s S5 A
¥ N =
NN N N
% N S N X % NN
N , / EXISTING 2" \\) Q\e‘ //é N
A\ )\\>/ \> STEAM LINE — =" AN
AN = O
N A A < ! MOUNTAIN ViEW N
>‘t\§’ N OLD SCHOOL ’Q%\ EXISTING FIR V*\ BUILDING IN N
BULDING DRANT Y // NN
EXISTING 6" ;!\%Q // \
SEWER LINE \ \\ 7 T /
EXSTING BULDINGS / ’ == /// N
7 —
EXISTING CURB & GUTTER N2 \ "‘“" Z
NEW 187 CURB & GUTTER \A\\ J i = /} N\
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5] EXISTING SEWER MANHOLE FosTAL HOSFITAL // 2
<@ BENCH MARKS / /
o ekoo—— EXSTING CONDENSATE L \% /
o NEW CONDENSATE LINE /;uswo 7{
~——EX Fo-—— EXSTING FIBER OPTIC LINE MHYDRANT
ex # (T EXSTNG PONER LE -/ e
———————— NEW ELECTRICAL CONDUIT / "
—— —EX. STW— —— EXISTING STEAM LINE /
o v ST e e
———&x 7——— EXSTING TELEPHONE LINE \// 7
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AN 4 / // ’
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\ Vs I e CONSTRUCTION NOTES
/ / / 1) THE VALVES TO THE HOSPITAL /ADMINISTRATION BUILDING AND KITCHEN
> / / ARE TO BE REMOVED FOR IMMEDIATE REPLACEMENT.
REMPVE EXISTING 4" / 2) WATER SHUT—OFF TO THE HOSPITAL ADMINISTRATION BUILDING AND
% \ W/Ukﬁ LINE \J / ) KITCHEN MUST BE COORDINATED WITH DFCM STAFF AND MINIMIZED AS
/ MUCH AS POSSIBLE.
% \ i 3) BARRICADE ANY EXCAVATION GREATER THAN 18 INCHES IN DEPTH.
é 4) CONTRACTOR SHALL COORDINATE WITH UTILITY COMPANIES AND CAMPUS
N MAINTENANCE STAFF TO IDENTIFY AND LOCATE ALL SITE UTILITIES PRIOR
§\§\ \ TO EXCAVATING.
§\§\ 5) ALL TRENCHING IN ASPHALT AREAS IS TO BE BARRICADED.
AN
§ F\\ / \
N N
NN s
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(ANSTA. 31470.59

E 5258.56
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STA. 32+10.51

6 /INSTALL NEW 6" 45" BEND
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CRANSTA 2451418 (380" /T
" \(67/INSTALL NEw 6" MJ TEE ‘W/E" EA
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{7 uLoG \ S
\\ -STA: 33+54. WE .8 T B
N X

.BALKFLOW PREVENTER IN PLACE . . > > \

A INSTALL NEW 67x3™ TEE
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s £ 5259.81 CONSTRUCTION NOTES
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7
7
N’
\\
\\\
N\

TION:

A. 24+75.60 (PHASE 2)
NSTALL NEW B" MJ TEE (PART

6 /INSTALL 6" MJ TEE FOR RELOCATED
FIRE HYDRANT, INSTALL F\RNYDR‘ANT
7.65 RT.COORDINATE INSTALL FIRE
HYDRANT WITH NEW ROAD DEs@ SEE

ﬁ}j OF PHASE 4

1

BUILDING

vz H AS POSSI

5 DEEP TRENCH / T 2 TO EXCAVATING.

W 67 WATER LINE.

o

»

1) THE VALVES TO THE HOSPITAL/ADMINISTRATION BUILDING AND KITCHEN
ARE TO BE REMOVED FOR IMMEDIATE REPLACEMENT.

. 2) WATER SHUT—OFF TD THE HOSPITAL ADMINISTRATION BUILDING AND
/ KITCHEN MUST BE COORDINATED WITH DFCM STAFF AND MINIMIZED AS
MUCH SIBLE.
s/ 3) BARRICADE ANY EXCAVATION GREATER THAN 18 INCHES IN DEPTH.
o 4) CONTRACTOR SHALL COORDINATE WITH UTILITY COMPANIES AND CAMPUS
Ve MAINTENANCE STAFF TO IDENTIFY AND LOCATE ALL SITE UTILITIES PRIOR
/
yavd 5) ALL TRENCHING IN ASPHALT AREAS IS TO BE BARRICADED.
ad 6) (2) 2" ELECTRICAL CONDUITS — PULL BOXES EVERY 50 FEET.
7/

7) CONTRACTOR MAY PLACE WATER LINE & ELECTRICAL CONDUITS IN SAME
TRENCH, PROVIDED A MINIMUM ONE FOQT VERTICAL SEPARATION EXISTS.
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¢\
NI e
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p UNIMPROVED AREAS ‘ RDADWAY SECTION
EXISTING FINISH GROUND I
90" ELBOW 45" ELBOW HORIZONTAL BEND PLUG //guR(FO:'CEMAcTéZLTRSEg(\S(;HE;%MGP)ABE\TTUTMD\NQO;;
PER ASTM D-1559
2
é 6" COMPACTED ROAD BASE, COMPACT
= TO 95% PER ASTM D-1557-78
2| compacTeD MPORTED
8 SOIL BACKFILL — 90%
o COMPACTION PER ASTM SLOPE SIDE WALLS AS DIRECTED
E D-1557-78 BY sSAILS FNG\NEER OR FOLLOW
1% OSHA STD'S.
é GRANULAR BORROW OR NATIVE
T BACKFILL IF APPROVED BY ENGINEER.
2 95% COMPACTION PER ASTM D1557-78
VALVE OFFSETS z
I c‘> PLASTIC MARKING TAPE
g - 12 GAUGE COPPER TRACING
WIRE FOR PVC PIPE.
- ATTACH TO TOF OF PIPE
<\Y 6" PVC C—900 PIPE
® L7 COMPACTION PER ASTM D1557-78
R -
\//>\ \///\\Q/i UNDISTURBED NATIVE SOIL.
CROSS CROSS W/PLUG CROSS W/(2) PLUGS //>§ SN )
- PIPE -
THRUST BLOCK SCHEDULE -0 P, oo
DIMENSIONS ARE BASED ON THE FOLLOWING:
1. WATER TEST PRESSURE = 200 PS|
2. SOIL BEARING PRESSURE = 1200 PSF
e | S | (8 | e | e
LT e N R c\ TYPICAL TRENCH SECTION
TEE 7.4 5.0 5.0 4.25 5 / SCALE: NONE
PLUG 7.4 5.0 5.0 4.25
45" ELBOW 1.0 4.50 4.50 4.
22 1/2° BEND 07 3.0 30 275
11 1/4" BEND 5.4 2.25 2.25 2.0
5" DEFLECTION 1.4 1.25 1.25 1.0
CROSSES THRUST BLOCKS TO BE INSTALLED PER NOTES:
DFCM STANDARD REQUIREMENTS 1) MINIMUM 28 DAY CONCRETE COMPRESSION
STRENGTH TO BE 2500 PSI.
(ANTHRUST BLOCK INSTALLATION DETAILS £-0% | 107 410 1/2") VARIES
5/ scate: None
| —— RELOCATED FIRE HYDRANT
I
3" MIN
1 [F\N\SHED GRADE
WORD "WATER" CAST IN %
FINISH ERADE\ / CENTER ON Cl. COVER g ‘
o .
Q /6 TATE VALVE
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[~ ADJUSTABLE (2) PIECE, CAST IRON, /
SCREW TYPE, 133mm (5 1/4")%
SHAFT VALVE BOX FDR HS—20
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VALVE \
‘ » ‘ 1/2 CU. YD. OF COARSE
SQUAR GRAVEL OR CRUSHED STONE
WATER LINE
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AMERICAN FORK DEVELOPMENT CENTER

895 NORTH 900 EAST
AMERICAN FORK, UTAH

DIVISION OF

STATE OF UTAH

FACILITIES CONSTRUCTION AND MANAGEMENT

PHASE 4 —

2003

PLAN SET

DFCM PROJECT No. 97126280

GENERAL NOTES:

1) ANY KNOWN SEWER MAINS, WATER MAINS, GAS MAIN, STORM DRAINS,
IRRIGATION LINES, TELEPHONE CONDUITS, ELECTRICAL CABLES, AND OTHER
UNDERGROUND STRUCTURES ARE SHOWN ON THESE DRAWINGS ON TO THE
EXTENT SUCH INFORMATION HAS BEEN MADE AVAILABLE TO OR DISCOVERED

MAY BE DISCREPANCIES

AND OMMISSIONS IN THE LOCATION AND QUANTITIES OF UTILITIES AND

STRUCTURES SHOWN. THIS INFORMATION IS SHOWN FOR THE CONVENIENCE

OF THE CDNTRAETOR BUT IS NDT GUARANTEED TG EE E\THER CORRECT OR

BY THE ENGINEER. IT IS EXPECTED THAT THERE

ESPONSIBILITS

ALL R Y FOR Tt
COMPLETENESS THEREOF IS EXPRESSLY D\SCLA\MED THE CONTRACTOR
SHALL MAKE SUCH INVESTIGATION AS HE THINKS NECESSARY TO VERIFY ITS
CORRECTNESS AND COMPLETENESS. THE CONTRACTOR SHALL, PRIOR TO
EXCAVAT\ON LOCATE UNDERGROUND UT\UT\ES AND STRUCTURES SO THAT
THEY WILL NOT Y TH

BE ACCIDENTALLY C

OPERATION, AND SO THAT THE GRADE OF THE P\PE CAN BE ADJUSTED AS

REQUIRED.

E CONSTRUCTION

DRA W/NG /NDEX ° Kelton Logan 2) CONTRACTOR SHALL CONTACT BLUE STAKE LOCATION CENTER AT LEAST 48
HOURS PRIOR TO ANY EXCAVATION IS COMMENCED.
Gl001-1 PHASE 1- COVER SHEET SR IR 100 G S I M S
CS101-1  PHASE 1 - EXISTING TOPOGRAPHIC PHASE SURVEY MAP NO ADDITIONAL COST TO THE OWNE]
CS102-1 PHASE 1 - EXISTING SITE UTILITY PLAN 4) OTHER UTILTY SERVICES SHALL BE RELOCATED AS NECESSARY AT NO COST
CD101-1 PHASE 1 - DEMOLITION PLAN
CU501-1 PHASE 1 - MISCELLANEOUS DETAILS . ALL MAKE SUcH ADDITIONAL TESTS: AT HI5 EXPENSE,
Plain City o EE%{;\ERREPY TO INSURE THAT THE WORK OF COMPACTION \S PERFDRMED
GI001-2 PHASE 2 - COVER SHEET e o ©) DER TRns SRATE ShORERTY SHALL BE Kesnce By > AN
CS101-2  PHASE 2 - EXISTING TOPOGRAPHIC SURVEY MAP i s T
CS102-2 PHASE 2 - EXISTING SITE UTILITY PLAN Syrocuse ©
CD101-2 PHASE 2 - DEMOLITION PLAN
CU101-2 PHASE 2 - CONSTRUCTION PLAN
CU501-2 PHASE 2 - MISCELLANEOUS DETAILS
GI001-3 PHASE 3 - COVER SHEET
CS101-3 PHASE 3 - EXISTING TOPOGRAPHIC SURVEY MAP o0y
CS102-3 PHASE 3 - EXISTING SITE UTILITY PLAN smsmmmm S|TE LOCATION
CD101-3 PHASE 3 - DEMOLITION PLAN Grantsie
CU101-3 PHASE 3 - CONSTRUCTION PLAN Sleewe Teed™ pen
CUS01-3  PHASE 3 - MISCELLANEOUS DETAILS o
GI001-4 PHASE 4 - COVER SHEET Raourg State of Utah-Department of Administrative Services
CS101-4 PHASE 4 - EXISTING TOPOGRAPHIC SURVEY MAP . DIVISION OF FACILITIES CONSTRUCTION
CD101-4 PHASE 4 - DEMOLITION PLAN uonay - o e AND MANAGEMENT
CU101-4 PHASE 4 - SPRINKLER PLAN ° A 4110 State Office Building/Salt Lake City, Utah 84114,/638-3018
CU102-2 PHASE 4 - CONSTRUCTION PLAN ot
CU103-4 PHASE 4 - SIGNAGE & STRIPING PLAN
SALT LAKE AND UTAH COUNTY
CU501-4 PHASE 4 - MISCELLANEOUS SECTIONS & DETAILS VICINITY MAP
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SURVEYOR'S CERTIFICATE.
I, Gregory A. Cates,

irue and correct representation of said survey.

. Cates, a Registered Professional Lond S
prescribed by the laws of the State of Utah, and holding License
Number 161226, do hereby certify that o survey of the described
property was mad under my direction and that the plat hereon is a

urveyor as

\ygﬁigo’@%smm AT T Nesowsrw
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BULDING v g0
DONOTSCALE| [BID SET]
\_ J
<
1 ::1:%1%;5:' . :::::z::z CALDWELL Copyright State of Utah STATE OF UTAH - DIVISION OF FACILITIES - CONSTRUCTION AND MANAGEMENT 1014 ey
C AMERICAN FORK DEVELOPMENT CENTER o
P NTAL/OATE R IC HA RD S Salt Lake City, UT 84109 7
/ R prones (o0 355-s685 850 NORTH 900 EAST AMERICAN FORK, UTAH
e NTAL/BATE SORENSEN wwn.crsengineers.com PHASE 4 - EXISTING TOPOGRAPHIC MAP 011116
\Crev_[ oy [ o DESCRIPTION T 4 FEBRUARY 2003 RMSWERS TO INFRASTRVCTURE DFCM PROJECT No. 97126280 PROJECT NUNBER )




CENTRAL KITCHEN
BUILDING

PARKING AREA

MOUNTAIN VIEW
BUILDING

SREMAIN UNDISTURE!

LL EXISTING TREES| TO’
0/

ESS NOTED OTHERWSE

|

7N

&

TURBED
LESS NOTED OTHERWISE

KEYED CONSTRUCTION NOTES N

CONTRACTOR SHALL REMOVE A PORTION OF EXISTING CURB & GUTTER, AS
INDICATED BY SHADED AREA, SEE DRAWING 5 FOR EXACT LOCATION OF SAW
CcuTS.

@ CONTRACTOR SHALL REMOVE EXISTING ASPHALT, AND CURB & GUTTER, AS
INDICATED BY SHADED AREA.

CONTRACTOR SHALL REMOVE EXISTING CONCRETE PAD AND CANOPY, AS
INDICATED BY SHADED AREA.

<t> CONTRACTOR SHALL REMOVE EXISTING PLAY AREA, AS INDICATED BY SHADED
AREA.

@ EXISTING SIDEWALK TO REMAIN UNDISTURBED AND IN PLACE. DAMAGE TO
EXISTING SIDEWALK SHALL BE REPAIRED AND/OR REPLACED AT CONTRACTORS
EXPENSE.

EXISTING FIRE HYDRANT TO BE RELOCATED, SEE PHASE 2 AND 3 PLAN SETS
FOR RELOCATION INFORMATION. (NOT PART OF PHASE 4 PLANS)

@ EXISTING FIRE HYDRANT TO BE RELOCATED, SEE PHASE 2 PLAN SET FOR
RELOCATION INFDRMATION. (NOT PART DF PHASE 4 PLANS)

: CONTRACTOR SHALL REMOVE EXISTING BENCH AREA.

CONTRACTOR SHALL REMOVE AND SALVAGE EXISTING LIGHT POLE. LOCATION
OF REINSTALLATION OF LIGHT POLE SHALL BE DETERMINED IN THE FIELD, SEE
DRAWING 5 FOR APPROXIMATE LOCATION AND INFORMATION.

@ CONTRACTOR SHALL REMOVE AND SALVAGE EXISTING STOP SIGNS. SEE
DRAWING C5 FOR APPROXIMATE LOCATION AND REINSTALLATION INFORMATION.

@ CONTRACTOR SHALL REMOVE AND SALVAGE EXISTING BUILDING DIRECTIONAL
SIGN. SEE DRAWING C5 FOR APPROXIMATE LOCATION AND REINSTALLATION
INFORMATION.

@ CONTRACTOR SHALL REMOVE AND SALVAGE EXISTING TREE. SEE DRAWING 5
FOR APPRDXIMATE LOCATION.

@ CONTRACTOR SHALL SAW CUT EXISTING CURB & GUTTER, AND ASPHALT TO
FULL DEPTH. SEE DRAWING 5 FOR EXACT LOCATION OF SAW CUT.

CONTRACTOR SHALL MAKE EVERY EFFORT TO PROTECT EXISTING
UNDERGROUND STEAM TUNNEL, AND SIDEWALK ABOVE. ANY DAMAGE TO THE
STEAM TUNNEL SHALL BE REPAIRED AND/OR REPLACED AT THE
CONTRACTORS EXPENSE

CONTRACTOR SHALL REMOVE EXISTING SIDEWALK AS INDICATED BY SHADED
AREA. SIDEWALK NOT TO BE REMOVED UNTIL A SURVEY HAS BEEN
CONDUCTED TO QUTLINE CONSTRUCTION LIMITS OF ROAD.

LEGEND

REMOVE EXISTING ASPHALT, CURB AND GUTTER,
SIDEWALK, & FACILITY

EXISTING BUILDINGS
EXISTING STEAM TUNNEL TO BE PROTECTED IN PLACE

= — — — EXISTING CURB & GUTTER
NEW 18" CURB & GUTTER
NEW 6" CURB
o EXISTING LAMP POLE
jod RELOCATED LAMP POLE
= EXISTING FIRE HYDRANT
ped RELOCATED FIRE HYDRANT

- EXISTING TRAFFIC SIGN

- NEW OR RELOCATED TRAFFIC SIGN
i

i EXISTING GRATE

—————W— EXISTING WATER LINE
5 EXISTING WATER VALVE
———————— EXISTING SPRINKLER WATER LINE
PROPOSED SPRINKLER WATER LINE

——— ——— EXISTING SPRINKLER SYSTEM UNDERGROUND WIRES

ADM/N/S TRA 770/\/ — — —— — PROPOSED SPRINKLER SYSTEM UNDERGROUND WIRES
UL DING HOSPITAL ’ n
“. / et EXISTING SPRINKLER HEAD
‘“ / éﬁ‘ EXISTING SPRINKLER HEAD TO BE RELOCATED
@ NEW OR RELDCATED SPRINKLER HEAD
HOS/D/ TAL /DARK//\/G AREA .‘H : I/ // [S] EXISTING SPRINKLER CONTROL BOX
‘. PA T/O X EXISTING SPRINKLER CONTROL BOX TO BE RELOCATED
‘.‘ ’ NEW OR RELDCATED SPRINKLER CONTROL BOX
“. ’ —SS————— EXISTING SEWER LINE
R — — .H ‘ DO NOT SCALE & EXISTING SEWER MANHOLE
‘ I DRAWING NOT PLOTTED TO SCALE @ BENCH MARKS
| GRAPHIC SCALE o RN THGS
20 0 10 20 @ /TG
rﬁ S === === | & e mos
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L ct L1 CURB DATA TAGS
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T T N KEYED CONSTRUCTION NOTES
CONTRACTOR TO REMOVE AND SALVAGE EXISTING SPRINKLER HEAD.
CONTRACTOR TQ RELOCATE SALVAGED SPRINKLER HEAD. REINSTALL
AN \ SPRINKLER HEAD IN A MANNER THAT WILL NOT DISRUPT THE NORMAL
\\ \ OPERATION OF THE EXISTING SYSTEM. ANY DAMAGE DONE TO THE
EXISTING SYSTEM WILL BE REPAIRED AND/OR REPLACED AT

G A\ \ CONTRACTORS EXPENSE.

= AN \ CONTRACTOR SHALL INSTALL NEW SPRINKLER SYSTEM PIPE.
CONTRACTOR SHALL MATCH MATERIALS OF EXISTING SPRINKLER

TRAL KITCHEN ] \
ILDING |

MOUNTAIN VIEW \ | |
BUILDING

\
«\ \ CONTRACTOR SHALL INSTALL NEW SPRINKER HEADS. CONTRACTOR
SHALL MATCH EXISTING SPRINKLER SYSTEM EQUIPMENT.

N\ \
k,@ \\ @ CONTRACTOR SHALL REMOVE AND SALVAGE ALL PARTS ASSOCIATED
= \ \ WITH SPRINKLER SYSTEM CONTROL BOXES.

A \ CONTRACTOR SHALL INSTALL SALVAGED SPRINKLER SYSTEM CONTROL
-\ BOXES. CONTRACTOR TO ONLY REUSE PARTS OR MATERIALS THAT
- \ ARE IN GOOD CONDITION, ALL OTHER PARTS SHOULD BE INSTALLED

OTE:
CONTRACTOR SHALL ADJUST SPRAY PATTERN OF
ALL SPRINKLER HEADS AFTER CONSTRUCTION OF
ROAD AND PLACEMENT OF BACKFILL.

CONTRACTOR TO INSTALL NEW SPRINKLER SYSTEM CONTROL WIRES,
MATCH EXISTING MATERIALS. PLACE WIRES IN PVC SCH. 40 SLEEVE
UNDER ROADWAY.

0 CONTRACTOR SHALL REMOVE EXISTING SPRINKLER SYSTEM PIPE AS
INDICATED.

i

| |

ol
jish)

@ PLAGE NEW SPRINKLER PIPE IN A PVC SCH. 40 SLEEVE, 2 PIPE SIZES
LARGER THAN REQUIRED SPRINKLER LINE

S

L

|
R

ADMINISTRATION /‘
BUILDING I HOSPITAL |
Il |
I
BITAL PARKING AREA J;‘
Lt
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T 7 — CENTERLINE DESIGN DATA TABLES CURB TABLES
— LENGTH LENGTH LENGTH LENGTH
‘ | | NUMgeR | LENGTH | BEARING NUMBER | LENGTH | BEARING NUmBER | LENGTH | BEARING NUMEER | LENGTH | BEARING
L ) | ] 8119 | 5 8871430" E 5 33.71_| S 02°4536° W 5 80.41 | 5 881430° E 7 74.22_| N 90'00°00" E
— — | [ I iz 86.08 | N 60'00°00" E 2] 151 | 552134" W 6 62.09 | N 90'00'00" £ [} 26.00 | 'S 8814'30"
1 I
! I CURVE CORDINATES CURVE CORDINATES
I ‘ | NUMBER | RADIUS | DELTA | LENGTH | GHORD |~jioermiic T Eacrig | NUboER | RADIUS LENGTH | CHORD |—iorie T EASTING
b | i 00 | 281535 | 7389 | 7315 | 535850 | 5251.00 | C7_| 1625 80.05 | 79.2 35850 | 5251.00
| = | cz .00 | 5426’65 | 142.54 | 137.24 18.35 5400.93 C8 [ 157.51 130.67 | 125.8 18.35
| <5 .00 | 242750" | 64.05 | 63.5 45. 5625.17 Co_ | 1625 3. & 5
) }”t« | 2] .00 | 271326° | 71.27 | 70.6 18. 5400.93 10| 15.0 7.82 | 24. 2.
5 .00 | 2713'26° | 71.27 | 70.6 1 5400.93 Cii_| 15. 140 | 19 7.7
~ = 6 045 | 5235'58" | 46.31 | 447 5 5341.69 [ci2 [137.50 | 58.71 | 58.26 | 534528 |
‘ HENK 4.49 | 4a. 8.5
CENTRAL KITCHEN. Cia 4.24 | 51 3.
C15 779 | 55. 7.
BUILDING \ 16 X 7.6: 6.1 7.
\ Ci7 X 424 | 31 6.
C18_| 162, 44.49 | 44 8
MOUNTAIN VIEW AN \ C1g_[137. 281333 | 67.7: 7. 358.50 |
BUILDING €20 | 579 | 8030'44” | B4 | 7.4 490.04 | 5229.06
\ \
KEYED CONSTRUCTION NOTES

ROAD AREA — INSTALL 8" MIN. 3/4” GRADATION UNTREATED BASE
COURSE TO SUBGRADE. PLA( M 6" LIFTS. COMPACT TD 95%
ASTM D-1557. SEE DETAIL "5" ON SHEET "7" FOR TYPICAL ROAD
SECTION.

ROAD AREA — INSTALL 3" BITUMINOUS SURFACE COURSE 1/2"
GRADATION. SEE DETAIL 5" ON SHEET "7” FOR TYPICAL ROAD
SECTION.

0AD AREA — INSTALL NEW 36" CONCRETE WATERWAY, CONTRACTOR
TO MATCH EXISTING CONDITIONS AT EXISTING CURB AND GUTTER AS
WELL AS EXISTING ASPHALT. SEE DETAIL "3" ON SHEET 7.

TDA EL. 105.47 /
N 5510.92
v e/

ROAD AREA — CONTRACTOR TO INSTALL NEW 18" CURB & GUTTER.
SEE DETAIL "2" ON SHEET 7.

LOCATION OF RELOCATED FIRE HYDRANT — SEE PHASE 2 PLAN SET
FOR RELOCATION INFORMATION

N 5526.98
E 550185 \
ASPHALT CUT — CONTRACTOR SHALL MAINTAIN A 1°—0" MIN. SAW CUT
FROM EXISTING EDGE OF ASPHALT. SAW CUT SHALL BE REQUIRED TO
FULL PAVEMENT THICKNESS. REMOVE ALL N -8

COURSE MATERIALS AND RECOMPACT TO 95% PER ASTM D—1557.

106,32

w 10008

"o
7'—0" WIDE CONCRETE SIDEWALK — CONTRACTOR SHALL INSTALL NEW
SIDEWALK IN A MANNER THAT IS CONSISTENT WITH SIDEWALKS IN THE

AREA. SEE DETAIL ™" ON SHEET 7.

109.47  1pa.08

—~Lo7% chrfﬂ?gﬁ;
g5 15
- %, -

5'—0" WIDE CONCRETE SIDEWALK — CONTRACTOR SHALL INSTALL NEW
SIDEWALK IN A MANNER THAT IS CONSISTENT WITH SIDEWALKS IN THE
AREA. SEE DETAIL "1” ON SHEET 7.

APPROXIMATE LOCATION OF RELOCATED TREE.

APPROXIMATE LOCATION OF RELDCATED HOSPITAL DIRECTIONAL SIGN.
REINSTALLATION OF SIGN TO BE CONSISTENT WITH CURRENT
CONDITIONS.

APPROXIMATE LOCATION OF RELOCATED LIGHT POLE. REINSTALLATION
OF LIGHT POLE SHALL BE CONSISTENT WITH EXISTING INSTALLATION

BENCHMARK @ MAG NAIL
(NOT SHOWN IN THE CORRECT
LOCATION)
ELEv 02.78

457,

E 5000 00

PARKING AREA ™_ o

25'+ {15

7 CROSSWALK DROP CURB — SEE DETAIL "4" ON SHEET 7.

R ED IN SIDEWALK CONTRACTOR SHALL SAW CUT EXISTING CURB AND GUTTER TO FULL
DEPTH.

CONTRACTOR TD REBUILD EXISTING VALVE BOX AND MAINTAIN VALVE
LOCATION. DO NOT SHUT DOWN MAIN LINE DURING CONSTRUCTION.

CONTRACTOR TD INSTALL NEW SIDEWALK, MATCH EXISTING SIDEWALK
WIDTH. SLOPE OF NEW SIDEWALK SHALL NOT TO EXCEED 8%

CONTRACTOR TD RAISE EXISTING TUNNEL VENTILATION GRATE. USE NEW
GRADE RINGS OR FORM CONCRETE TO ACHIEVE TOP OF GRATE
7 ELEVATION 109.04.
- ~
/- Z,
/%

) — e

CONTRACTOR TO REMOVE EXISTING TUNNEL VENTILATION GRATE.
CONTRACTOR SHALL REPAIR TUNNEL AT VENTILATION GRATE LOCATION
IN A MANNER THAT IS EQUAL TO OR BETTER THAN CURRENT
CONDITIONS.

TOE OF FILL SLOPE. CONTRACTOR SHALL MAINTAIN A MAXIMUM OF 12:1
SLOPE IN ALL SIDEWALK AREAS, AND A 5:1 SLOPE IN ALL
NON—SIDEWALK AREAS.

TOP OF CUT SLOPE. CONTRACTOR SHALL MAINTAIN A MAXIMUM OF 12:1

ADMINISTRATION

PROVIDE MINIMUM 2" TOPSOIL AND SOD IN FILL AREA ADJAGENT TO

E 5369.13
NEW ROADWAY.

| HOSPITAL

COO & & QOO & © O @@@@@ &

BUILDING !

TUNNEL BRIDGING — SEE DETAIL "6" ON SHEET "7". BRIDGING SHALL

BE CONTINUOUS OVER EXISTING TUNNEL IN PAVED AREAS.

L
LOSEITAL PARKING AREA | DO NOT SCALE
‘ | GRAPHIC SCALE DRAWING NOT PLOTTED TO SCALE
|
N
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KEYED CONSTRUCTION NOTES

CENTRAL KITCHEN
BUILDING ‘

ADMINISTRATION
BUILDING

HOSPITAL

BUILDING

PARKING AREA

MOUNTAIN VIEW. I

HOSPITAL

N SIGN — INSTALL EXISTING STOP SIGN (R1—1) REMOVED AT
N\ DEMOLITION, INSTALL PER MANUAL ON UNIFORM TRAFFIC CONTROL
\ DEVICES, MILLENNIUM EDITION (DECEMBER 2000).
\ @ SIGN — INSTALL CROSSING SIGN (W11-2), REFERENCE MANUAL ON
N UNIFORM TRAFFIC CONTROL DEVICES, MILLENNIUM EDITION (DECEMBER
N\ 2000).
\ @ SIGN — INSTALL HOSPITAL DIRECTIONAL SIGN REMOVED AT
DEMOLITION, INSTALL SIGN CONSISTENT WITH EXISTING INSTALLATION.
@ PAINT — 4" SOLID YELLOW CENTER LINE
: PAINT — 8" SOLID WHITE LINE CROSSWALK LINE

PAINT — 8" SOLID WHITE LINE STOP BAR

DONOTSCALE

HOSPITAL :E:E:(mm) BID SETl
. nch = 20 ft. )
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STIFF BROOM FINISH (TYP.)

CONCRETE 5 INCHES THICK (TYP.)

1/2" RADIUS FINISHED EDGE (TYP.)
UNTREATED BASE COURSE (TYP.)

1/2° RADIUS FINISHED EDGE (TYP.)

5
1% SLOPE DRAINAGE [ ”

LAWN OR PLANTING AS
SPECIFIED ON PLAN

FINISH GRADE

COMPACTED SUBGRADE
OR UNDISTURBED EARTH

(N TYPICAL CONCRETE WALK

N.TS

NEPE

4" MIN. UNTREATED BASE COURSE

NOTE: FLOWLINE DEPTH
MAY VARY FROM 1"
WHEN CALLED OUT ON

PLAN. T 2 s
B B

v . R

Lt ee . ® M

/> CROSSWALK DROP CURB DETAIL
\_5_/ SCALE: NONE

SIDEWALK & NON—SIDEWALK
AREAS

" BITUMINOUS SURFACE COURSE 5" GRADATION
8" MIN. 3/4” GRADATION UNTREATED BASE COURSE

UNDISTURBED NATIVE SOLL OR GRANULAR BORROW
IN FILL SECTION

/5N TYPICAL ROAD SECTION
\ 5/ soae: "=+

WIDTH OF EXISTING TUNNEL + 2'-0" 3" BITUMINOUS
SURFACE COURSE

5" GRADATION
3/4” GRADATION

UNTREATED BASE
COURSE

45 BARS @ 12” 0.C. EW.

1-0"%

4" MIN. UNTREATED BASE CDURSE

3\ 36" CONCRETE WATERWAY SECTION
&) seae =10

EXISTING STEAM TUNNELJ
(PROTECT IN PLACE)

UNDISTURBED
NATIVE SOIL,
REMOVE ALL

DISTURBED SOIL
DO NOT COMPACT
AROUND EXISTING
TUNNEL

(2) #5 BARS
CONTINUOUS, 16"
SPLICE WHERE
REQ'D

DETAIL

/e TYPICAL TUNNEL BRIDGING
@ SCALE: 3/8"=1"

NOTE:
"UNTREATED BASE COURSE” REFERS T0 SELECT ENGINEERED
FILL MATERIAL PER APWA STANDARD SPECIFICATIONS (1997
EDITION) #02060, SUB—SECTION 2.2, AND SHALL BE
COMPACTED TO 95% ASTM D—1557.

DONOT.SOALE

A\
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